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THE FOLLOWING WORK IS TO BE BID AS AN ADDITIVE
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THESE DOCUMENTS.
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 ALL LABOR, MATERIALS AND EQUIPMENT
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TO THE FRONT ENTRANCE OF STATION 51 WITH
SYSTEM SHOWN ON SHEET A-2.

BASIS OF ENERGY ANALYSIS

THIS PROJECT FALLS WITHIN THE ENERGY CODE
DEFINITION OF A SINGLE-STORY RESIDENTIAL
OCCUPANCY.  THIS ANALYSIS IS BASED ON THIS
OCCUPANCY AND RESULTS IN THE TWO MANDATORY
MEASURES SHEETS ON THIS SHEET.
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3 - 16d NAILS

16d NAILS @ 16"o.c.

WARM AIR DUCT

SIMPSON A34 @ EACH JOIST

2x4 CEILING JOISTS @ 16" o.c.

2x6 NAILING BLOCK
BETWEEN  JOIST

SIMPSON A34 @
EACH JOIST

1/2" DENS-SHIELD
FIBERGLAS-FACED

GYPSUM BOARD.

OFFSET CORRIDOR
PARTITION @ LAVATORIES

BEDROOM

SOLE

CORRIDOR

HEAD

8
' -

 2
"

BATHROOM

E
A-6

B Partition Offset Detail
SCALE:  1 1/2"=  1'-0"

9 1/2"

15/32" OSB FULL-
HEIGHT GUSSETS

SOUND BLANKETS
-- SEE SPECS

2x4 STUDS

1/2" GYPSUM BOARD

C Typ 4in Wd Stud Partition
SCALE:  3/4" =  1'-0"

1"

 2x4 STUDS @ 16" o.c.

HILTI SERIES X-U
STAINLESS STEEL 0.157"φ
POWDER ACTUATED
ANCHORS @ 2'-0" o.c.

BASE

PRESSURE-TREATED 2x4
SOLE PLATE

SHIMS @ 16" o.c.

CARPET

2" SOUND ATTENUATION
BATTS BETWEEN STUDS

#8 x 3/4" SHEET
METAL SCREWS

1/2" GYPSUM BOARD
EACH SIDE

DOUBLE TOP PLATE

2x4 NAILER BETWEEN (E)
ROOF JOISTS -- 3 SIMPSON
A-34 EACH

(E) 3/4" PLYWOOD SHEATHING

(E) 4x12 ROOF JOISTS

SIMPSON A35 @ EACH
END OF EACH BLOCK

2 SIMPSON A35 @
DOUBLE TOP PLATE

PARTITION PERPENDICULAR TO ROOF JOISTS

HEAD

SOLE

E Typ Partition Head Detail
SCALE:  3/4" =  1'-0"

(E) PLYWOOD ROOF SHEATHING

2x4 FLAT NAILER

(E) ROOF JOISTS

2x4 NAILER

C
A-5

D Typical Door Frame Detail
SCALE:  1 1/2"=  1'-0"

4
 1/

2"

1" 1/2"

1 3
/4

"
2"

WOOD DOOR,
TRANSPARENT FINISH

WOOD DOOR FRAME,
PAINTED

WOOD TRIM, PAINTED

JAMB

F Furred Partition Detail
SCALE:  1 1/2"=  1'-0"

1/2" DENS-SHIELD
FIBERGLAS-FACED
GYPSUM WALLBOARD.

J-MOULD & CAULKING

2x4 STUDS @ 16" o.c.

FACE OF (E)
CONCRETE COLUMN

PARTITION FINISHING AND PAINTING

1. PATCH, REPAIR AND RESTORE TEXTURES TO EACH
EXISTING GYPSUM BOARD SURFACE DISTURBED BY
CONSTRUCTION ACTIVITIES.

2. MANUFACTURER:  DUNN-EDWARDS.
3. PRODUCT:  LATEX SATIN.
4. COLOR:  MATCH EXISTING NEARBY WALL AND TRIM.
5. PAINT EACH NEW AND REPAIRED DRYWALL AND TRIM

SURFACE.
6. EACH PARTITION AND GYPSUM BOARD SURFACE IN EACH

ROOM INCLUDED IN THIS WORK SHALL BE PAINTED WITH TWO
COATS OF REQUIRED PAINT MATERIAL.

PARTITION SOUND ATTENUATION BLANKETS

1. MANUFACTURER:  CERTAINTEED.
2. PRODUCT:  CERTA-PRO® 2" THICK UNFACED BATTS.
3. INSTALL IN DESIGNATED PARTITIONS BETWEEN STUDS

ACCORDING TO MANUFACTURER'S RECOMMENDATIONS.
4. INSTALL BATTS TO CLEAR ELECTRICAL OUTLETS AND SIMILAR

HEAT-GENERATING DEVICES BY A MINIMUM OF 3 INCHES.

A Partition-Window Seal
SCALE:  1 1/2"=  1'-0"

3
/8

"

NOTCH (E) SILL TO
ACCEPT PARTITION

TYPICAL PARTITION

(E) SLIDING WINDOW

(E) ALUMINUM SASH

ACOUSTIC SEALANT
OVER FOAM BACKER ROD

J-MOULD

2x4 BLOCKING BETWEEN
(E) SILL & (E) HEAD

DOUBLE 2x4 STUDS
@ PARTITON END

FACE OF (E) STUDS
BELOW SILL
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C E-W Cross Section
SCALE:  1/4" =  1'-0"

G

A-5

10
'-
0
"

10
'-
0
"

BOTTOM OF

SHEATHING

2ND FLR LINE

MAIN FLR LINE

SLIDE POLE

HEATER RM TOOL RMPASSAGE

OFFICE

DRINKING

FOUNTAIN

MEN'S BATHROOM
BEDROOM

E
A-6

G N-S Cross Section
SCALE:  1/4" =  1'-0"

3
'-
9
 1/
2
"

6
"

10
'-
0
"

10
'-
0
"

14
'-
9
"

9
'-6
"

2'
-6
"

2'
-9
"

5
'-
3
"

2
'-
9
"
2
'-
0
"

MAIN FLOOR LINE

2ND FLR LINE

BOTTOM OF
SHEATING

RELOCATE (E) FLUE

FLASH AS REQUIRED

BLOCKING
FOR RAIL

PATCH & REPAIR (E) BATHROOM
FLOOR BEFORE ADDING NEW
PARTITIONS

ALARM ROOMAPPARATUS ROOM GARAGE

PASSAGE

O
P
E
N
IN
G

HEATER ROOM

DORMITORY

WOMEN'S

ROOM

MEN'S ROOM

C
A-5

F Desk Details
SCALE:  3/4" =  1'-0"

2'
-3
"

1'-7"

3"

1'-
2"

2 
1/
2
"
1 1
/2
" 1
"

2'-6"

2 - 1/2"φ EPOXY-SET BOLTS @
EACH BRACKET

(E) FINISH FLOOR

(E) CONCRETE EXTERIOR WALL

HARDWOOD EDGE BAND

(E) WINDOW SILL

PLASTIC LAMINATE DESK TOP

TS 1 1/2" x 1 1/2" X 3/16" --
ASTM A500 STEEL
TUBES, PAINTED

(E) FINISH FLOOR

(E) WINDOW SILL

STEEL TUBES,
PAINTED

DESK TOP

FRONT VIEW TOP VIEW

E Partition Head Detail
SCALE:  1 1/2"=  1'-0"

1/
4
" M
IN

PRESSURE-TREATED
TOP PLATE

SIMPSON A-34
@ EACH STUD

(E) WOOD ROOF DECK

WOOD SHIMS @ EACH STUD

WOOD STUDS

#8 x 3/4" STAINLESS
STEEL SCREWS @
EACH A-34
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P Toilet Partition System
NOT TO SCALE

J Typ Shower Stall Dimensions
SCALE:  1/2" =  1'-0"

3
5
"

18"

32 1/2"

36"

5
 1/
2"

7
3
"

2 
1/
2"

16
 1/
2"

3
4
"

7
2"

1,224 sq in

BLOCKING @ GRAB
BAR -- VERIFY LOCATION

CHECK UNIT BEFORE INSTALLATION.

DIMENSIONS MAY VARY ± 1/4".

PLAN

ELEVATION

T
A-7

T Grab Bar Mounting Detail
SCALE:  1 1/2"=  1'-0"

1 1/2"
SCHEDULED
 WALL FINISH

2x6 BLOCKING @ EACH
END OF GRAB BAR

TOGGLE BOLTS

1 2" φ GRAB BAR

CLEAR

S Insulation Detail
SCALE:  3/4" =  1'-0"

2x4 TRIM

R19 BATT INSULATION

METAL SPIKES ("STUKUPS" ADHERED
TO (E) ROOF DECK -- STAGGERED
PATTERN

(E) ROOF JOISTS

(E) PLYWOOD ROOF SHEATHING

BACKING -- SEE SPECS

ADDITIVE
ALTERNATE

3
'-
0
"

2'
-9
"
8
"

2'
-1
0
"
3
"

4
'-
0
"

6
"

3
'-0

"

5
'-0

"+
/-

2'
-0
"+
/-10
'-0

"

2'
-9
"
8
"

2'
-1
0
"
3
"

7'-6"

7
'-6
"

3
'-
0
"

8
'-
2 
1/
2"

4
'-
0
"

2'
-8
"

2'
-2
"

10
'-
0
"

8
'-
2"

1'-
10
"

6
'-6
"

(E) WOOD JOISTS

FRP WAINSCOT

TOILET PARTITION SYSTEM --
SEE DETAILS BELOW

VINYL BASE

(E) ROOF JOISTS

GYPSUM WALLBOARD

(E) WOOD JOISTS

(E) CONCRETE
EXTERIOR WALL

VINYL BASE

(E) ALUMINUM SASH &
INSULATING GLASS

(E) WOOD SILL
& APRON

BED -- BY OWNER

(E) ROOF JOISTS

CORRIDOR CEILING
OPPOSITE SIDE

WARM AIR REGISTER
SMOKE DETECTOR

STAINLESS STEEL
KICK PLATE FRP WAINSCOT

CORRIDOR CEILING
OPPOSITE SIDE

NEW GYPSUM
BOARD PARTITION

FURRED CEILING
OVER SHOWERSADHESIVELY MOUNTED

MIRROR WITH METAL
EDGE & SHELF

EXHAUST FAN

FURRED CEILING

STAINLESS STEEL
KICK PLATE

VINYL BASE

GRAB BARS

EXHAUST FAN

2x4 BLOCKING TO
ANCHOR PARTITION
HEAD RAILS

FLUORESCENT
FIXTURE

FURRED CEILING

2x4 BLOCKING TO
ANCHOR PARTITION

HEAD RAILS

WAINSCOT

FIXED
WOOD SHELVES

SERVICE SINK

WAINSCOT

VINYL BASE

(E) CEILING

(E) WOOD BEAMS

WAINSCOT
FRP WAINSCOT

SOAP DISPENSER PATCH & REPAIR (E)
WALL FINISH

TOILET PARTITION SYSTEM --
SEE DETAILS BELOW

CAULK JOINT

FURRED CEILING

(E) WINDOW

EXHAUST FAN

TOWEL
BARS

WOOD FRAME
 & TRIM,  PAINTED

WOOD DOOR -- SEE DOOR
SCHEDULE

(E) WOOD JOISTS

2 LAVATORIES

FLUORESCENT
FIXTURE

SOAP DISPENSER

FRP WAINSCOT

TOWEL BAR

2 TOWEL BARS

2 ADHESIVELY MOUNTED
MIRRORS WITH METAL
EDGE & SHELF

SOAP
DISPENSER

2 FLUORESCENT
FIXTURES

FRP WAINSCOT

(E) WOOD JOISTS

CORRIDOR CEILING

FIXED WOOD DESK
@ EGRESS WINDOWS --

SEE FLOOR PLAN.

VINYL BASE

WARM AIR REGISTER

FRP WAINSCOT

 WOOD SILL &
APRONS, PAINTED

TOWEL
BARS

O
A-7

SOUTH

FINISH
FLOOR

EAST

FINISH
CEILING

EAST

TYPICAL BEDROOM

WEST

MEN'S BATHROOM

SERVICE

CLOSET

NORTHEAST

WOMEN'S BATHROOM

FINISH
CEILING
FINISH
CEILING

NORTH EAST

D
A-4

SOUTH/NORTH WEST

G
A-4

WESTSOUTH

NOTE:

THESE BEDROOM INTERIOR ELEVATIONS
REPRESENT TYPICAL CONDITIONS FOUND IN EACH
BEDROOM & IN THE DAYROOM.   HOWEVER, THEY
ARE NOT COMPREHENSIVE  ILLUSTRATIONS OF
EACH BEDROOM.  THESE ELEVATIONS MUST BE
COORDINATED WITH THE FLOOR PLAN & THE FINISH
SCHEDULE TO DETERMINE THE FULL EXTENT OF
MATERIALS & FINISHES OF ANY PARTICULAR ROOM.

C
O
N
F
IR
M
 W

IT
H

O
W
N
E
R
 B
E
F
O
R
E

IN
S
T
A
L
L
A
T
IO
N

FINISH
FLOOR

F
A-8

FINISH
FLOOR

O
A-7

O
A-7

O
A-7

J
A-7

J
A-7

OPEN OPEN

EAST

C
A-4

F
A-6

O Neo Shower Stall
SCALE:  1/2" =  1'-0"

16"

17
 1/
2"

2 
1/
2"

26
"

25
"

17
"

19
 1/
2"

3
9
"

5
 1/
2"

1'-
11 
1/
2"

6
'-
1"

5
'-1
1 1
/2
"

39"

37 1/2"

1296 sq in

BLOCKING @ GRAB
BAR -- VERIFY LOCATION

T
A-7
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Electrical Plan & Details

Alterations to Fire
Station 51

City of San BrunoCity of San BrunoCity of San BrunoCity of San Bruno
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These drawings and the written material appearing herein have been prepared
by the Architect for the exclusive use of the client identified in this Title Strip.

They constitute the original and unpublished work of the Architect and are the
property of the Architect.  Reproduction, re-use or publication of the same by

any method, in whole or in part, without the prior written consent of the
Architect is prohibited.
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AS NOTED

S

CTV

GFCI

DESCRIPTIONSYMBOL

+42"

3

AFCI

S

( XXXX )

48" A.F.F.

TMR

IT

220

MO

PHOTOCELL SWITCH

S

D

S

LIGHT SWITCH WITH DIMMER

SINGLE POLE SWITCH

EXTERIOR  DUPLEX RECEPTACLE

DUPLEX RECEPTACLE

ARC FAULT CIRCUIT INTERRUPTER

DEDICATED EQUIPMENT CONNECTION

WALL-MOUNTED FIXTURE

FAN/LIGHT COMBINATION

RECESSED CEILING FIXTURE

PENDANT FIXTURE

(E) FIXTURE TO BE REMOVED

STRIP FLUORESCENT FIXTURE

SURFACE-MOUNTED CEILING FIXTURE

TIMER SWITCH

48" A.F.F.

AS NOTED

AS NOTED

TRACK LIGHT SYSTEM

FLUORESCENT LUMINAIRE

EXIT LIGHT

EMERGENCY LIGHT

MULTI-OUTLET STRIP RECEPTACLE

L3

THREE-WAY SWITCH

DUPLEX RECEPTACLE ABOVE
COUNTER

GARAGE DOOR OPERATOR  SWITCH

AS SCHED.

78" A.F.F.

L3

L3

S
G

S

GROUND FAULT CIRCUIT
INTERRUPTER

L

DEDICATED 220-VOLT
RECEPTACLE / CONNECTION

LANDSCAPE IRRIGATION SYSTEM
OPERATOR

MOUNTING

 HEIGHT

42" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

78" A.F.F.

AS SCHED.

AS SCHED.

AS SCHED.

AS SCHED.

AS SCHED.

AS SCHED.

78" A.F.F.

48" A.F.F.

48" A.F.F.

48" A.F.F.

48" A.F.F.

AS SCHED.

L-3

L
F

T-STAT

CABLE TELEVISION OUTLET

INTERNET CABLE CONNECTION

TELEPHONE OUTLET

RECESSED CIRCUIT BREAKER PANEL

THERMOSTAT

15" A.F.F.

15" A.F.F.

15" A.F.F.

15" A.F.F.

66" A.F.F.

AS NOTED

S

S
PC

CPB CABLE PATCH BOX

L3

L3

M-O

L3

L3

(E)

2 DUPLEX RECEPTACLES -- ONE
EACH SIDE OF SAME STUD

L3

ELECTRICAL SYMBOLS

OCCUPANCY SENSOR

SURFACE-MOUNTED CIRCUIT
BREAKER PANEL

SD

CO

CEILING-MOUNTED SMOKE
DETECTOR, HARD-WIRED

WALL-MOUNTED CARBON  MONOXIDE
DETECTOR, HARD-WIRED

AS NOTED

WP/GFCI

CORRESPONDS TO NUMBER IN
LIGHT FIXTURE SCHEDULE

Occupancy Sensor

EQ. EQ.

DN 16 R

WIRE EACH OF THESE
FIXTURES INTO BUILDING
ALARM SYSTEM FOR
EMERGENCY OPERATION.

WIRE EACH OF THESE
FIXTURES INTO BUILDING
ALARM SYSTEM FOR
EMERGENCY OPERATION.

WIRE EACH OF THESE
FIXTURES INTO BUILDING
ALARM SYSTEM FOR
EMERGENCY OPERATION.

SMOKE DETECTORS
MOUNTED ON TRANSOM --
TYPICAL ALL BEDROOMS

MOUNT FIXTURE TO BOTTOM
OF (E) JOIST --  SEE DETAIL

MOUNT FIXTURE TO BOTTOM
OF (E) JOIST --  SEE DETAIL

WIRELESS ROUTER ABOVE
CORRIDOR CEILING

SMOKE DETECTORS
MOUNTED ON TRANSOM --
TYPICAL ALL BEDROOMS

WALL-MOUNT THIS FIXTURE
 @ 7'-0" ABOVE FINISH FLOOR.

EXHAUST INTAKE  GRILLES

4"φ EXHAUST DUCTS

L-1

L-2L-2

GFCI

L-1

S

GFCI

3

CTV

STUDY

AFCI

L-1

OFFICER'S ROOM

ROOF ABOVE APPARATUS ROOM

LIVING ROOM

KITCHEN

S

A
F
C
I

C
T
V

SD

SD

M
-O

AFCISD SD

SD

SD

AFCI

AFCI

AFCI

M
-O

M
-O

M-O

A
F
C
I

AFCI

G
F
C
I

CTV

C
T
V

3

AFCI

CTV

AFCI

4

4

SERVICE
CLOSET

BEDROOM 4

BEDROOM 2BEDROOM 1

SECOND FLOOR ELECTRICAL PLAN -- ALTERATIONS

M-O

SCALE:     1/4" = 1'-0"

AFCI

S S

S

S
4

BEDROOM 3
L-1

MEN'S

BATHROOM

L-1 L-1

L-1 L-1 L-1

L-1

P
A
S
S
A
G
E

WOMEN'S

BATHROOM

M-O

S
D

BEDROOM 5

A
F
C
I

A
F
C
I

S

DAY ROOM

CTV

GFCI

M-O

M
-O

G
F
C
I

C
A-7

C
A-7

SD

M-O

L-4

L-5

L-3 L-3

L-4

L-4

GFCI

S

L-6

L-3L-3

L-4 L-4

G
F
C
I

54"

5
4
"54

"

54"

5
4
" 54"

C Fixture Mounting Detail
SCALE:  3/4" =  1'-0"

METAL SHIM AS REQUIRED
@ EACH SCREW

(E) PLYWOOD
ROOF SHEATHING

(E) ROOF JOISTS

LAG SCREWS

SCHEDULED FIXTURE

BX CABLE

JUNCTION BOX
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